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TECHNICAL POLICY 
 

13 – 72 Pressure Relief Valves for Sprinkler Systems 
 
 

Original Issue: September 1988 
Revised: April 2006 

 
 

A ½ inch pressure relief valve is to be installed on any sprinkler system where pressure reducing 
valves are installed. The relief valve is to be set at 175 psi or lower. 
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