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TECHNICAL POLICY 
 

13 – 60 Span Hanger Design and Detail 
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Plans are to indicate all of the components of span hangers. If a manufactured channel iron is used, 
indicate the brand name, model number and provide the manufacturers data sheets showing the 
section modulus. 
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