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32" MIN

e #4 BAR AT 6" O.C.
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LONGITUDINAL SECTION

MINNEAPOLIS

DEPARTMENT OF PUBLIC WORKS

NOTES:

TRANSVERSE SECTION

1. .22 CU. YDS. OF CONCRETE PER FOOT
STANDARD 2. 29 LBS. OF STEEL PER FOOT
REINFORCED CONCRETE ENCASEMENT PLATE
DRAWN: TDS DATE: 11112 FOR 16" WATERMAIN NO.
WATR-3003A-R1
APPROVED: RCE DATE: 1/1112 NOT TO SCALE




